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“This document was carefully prepared on the basis of our observation and analyses, and
any conclusions and recommendations are based on our experience and judgment. We
cannot guariantee to you that our conclusions and recommendations would be the same
as that of which another qualified consultant might make to you.- Any data which we
fumish concerning performance or condition of equipment is carefully predicted or
esﬁrﬁated by us. However, these data may be based on assumptions and on information
furnished by others, and are not guaranteed except to the extent expressly set forth in the

following report.

This document is furnished for your benefit only, and not for the benefit of any third party.
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New York State Electric and Gas Corp.
D Milliken Station, Unit #1
D Micronized Fuel and Reburn Test Program

INTRODUCTION

This report presents the results of the Micronized Fuel Reburn Test Program conducted
at New York State Electric and Gas Corp., Milliken Station, Unit #1. The test program
consisted of the acquisition of emissions and plant operating board data. Thirty-five (35)
tests were performed to meet the objectives of this test program. The information in this
report is to be submitted to New York State Electric and Gas Corp. for inclusion in a
proposal for subsequent submittal to the United States Department of Energy (U. S.
DOE), clean coal technology phase {V program.

UNIT DESCRIPTION

New York State Electric and Gas Corporation, Milliken Station, Unit #1 is a C,ombu'sti,on
Engineering controlled circulation, plain tube furnace. The unit was originally designed to
fire eastern bituminous coal through four (4) No. 613 Raymond bowl! mills. This unit has
been modified with four (4) DB Riley, Inc. MPS 150 mills, equipped with planetary
reducers, hydro-pneumatic roller loading, and hydraulically driven dynamic classifiers
(type SLS). These mills were originally guaranteed to produce 18.4 TON/HR of

_ pulverized coal with a minimum fineness of 87% through a 200 mesh screen and 98%

through a 100 mesh screen while grinding eastern bituminous coal. The unit was
designed for a maximum continuous rating (MCR) of 900,000 LB/HR main steam flow at
predicted superheater outlet conditions of 1,005°F and 1,900 PSIG. At this MCR rating, a
reheat inlet flow of 811,000 LB/HR is heated to a predicted reheat outlet temperature of
1005F. Reheat outlet temperature is controlled by fuel nozzle tilt, and superheat
temperature is controlled by desuperheating spray. Furnace designations are from right
to left.

This unit's firing system was modified with the installatien of a Level Ill, Low NO,
Concentric Firing System. This modification included the addition of closed coupled
overfire air (CCOFA) and separated overfire air (SOFA) systems.

ABB C-E Services, Inc. Performance Services
Test Report No. 97-08 May 19, 1997



New York State Electric and Gas Corp.
A DD Milliken Station, Unit #1
V1 d 1 Micronized Fuel and Rebumn Test Program

(%

Original contract data and unit side elevation sheets are presented on Sheets A1 and A2.

TEST OBJECTIVE

The objective of this test program‘was to assess the achievable level of NO, reduétion
with the existing firing system using Micronized Fuel Reburn. The rebum fuel was
introduced through the top fuel elevation (Mill 1A1). ‘

DISCUSSION
During the period from March 12 through March 26, 1997, ABB C-E Services (ABB CES)
performed thirty-five (35) tests for New York State Electric and Gas Corp.

TEST #1, FULL LOAD

Test #1 was performed as a baseline comparison to Test # 7 as referenced in ABB C-E
Services Report, New York Electric & Gas Company, Miliken Station, Lansing, New York,
Unit #1, Contract #72292, LNCFS Ill - Tuning Report, April 1994, prepared by Jefirey M.
Zak.

Steam flow for this test was 1,013,000 LB/HR (113% MCR) with fuel nozzle tilts and
windbox to fumace AP set at -2.5 ‘degrees and 3.9" H,0, respectively. The upper, middle
and lower SOFA dampers were set at 1%, 50%, and 100% open, respectively. Upper
and lower CCOFA dampers were set at 50% and 1% open, respectively. The Auxiliary
air dampers were set at 20%, 19%, and 19%, open for elevation levels 1, 2, and 3,
respectively, with the bottom auxiliary air damper opened to 19%. Fuel air dampers 1A1,
1B2, 1A3, and 1B4, were set at 86%, 87%, 60%, and 60% open, respectively. Mill
loading and classifier speed for mills 1A1, 182, 1A3, 1B4 averaged 13.4 TON/HR and 96
RPM. ABB measured O, content at the airheater gas inlet'was 4.8% with NO, and CO
concentrations of 232 PPM (0.32 LBMBTU) and 0 PPM, respectively. CO, measured
13.9 percent. ABB analysis of the economizer outlet flyash showed a carbon content of
4.5%.

ABB C-E Services, Inc. Performance Services
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A DD Milliken Station, Unit #1
Frapm Micronized Fue! and Reburn Test Program
TEST #2, FULL LOAD

Test #2 was performed as a baseline comparison to Test # 8 as referenced in the ABB
C-E Services, LNCFS 1l - Tuning Report, April 1994,

Steam flow for this test was 1,026,000 LB/HR (114% MCR) with fuel nozzle tilts and
windbox to furnace AP set at -3.4 degrees and 3.9" H,0, respectively. The upper, middle
and lower SOFA dampers were set at 1%, 50%, and 100% open, respectively. Upper
and lower CCOFA dampers were set at 50% and 1% open, respectively. The Auxiliary
air dampers were set at 19%, 18%, and 18%, open for elevation levels 1, 2, and 3,
respectively, with the bottom auxiliary air damper opened to 18%. Fuel air dampers 1A1,

1B2, 1A3, and 1B4, were set at 85%, 88%, 60%, and 60% open, respectively. Mill
loading and classifier speed for mills 1A1, 1B2, 1A3, 1B4 averaged 13.4 TON/HR and 96
RPM. ABB measured O, content at the airheater gas inlet was 4.7% with NO, and CO
concentrations of 235 PPM (0.32 LB/MBTU) and 0 PPM, respectively. CO, measured
13.9 percent. ABB analysis of the economizer outlet flyash showed a carbon content of
3.8%.

TEST #3, FULL LOAD

Steam fiow for Test #3 was 1,037,000 LB/HR (115% MCR) with fuel nozzle tilts and
windbox to furace AP set at -0.3 degrees and 4.0" H,0, respectively. The upper, middle
and lower SOFA dampers were set at 99%, 25%, and 10% open, respectively. Upper
and lower CCOFA dampers were set at 10% and 1% open, respectively. The Auxiliary
air dampers were set at 8%, 37%, and 37%, open for elevation levels 1, 2, and 3,
respectively, with the bottom auxiliary air damper opened to 37%. Fuel air dampers 1A1,
1B2, 1A3, and 1B4, were set at 59%, 98%, 100%, and 98% open, respectively. Mill
loading and classifier speed for mills 1A1, 1B2, 1A3, 1B4 averaged 13.4 TON/HR and 96
RPM. ABB measured O, content at the airheater gas inlet was 4.4% with NO, and CO
concentrations of 274 PPM (0.38 LB/MBTU) and 0 PPM, respectively. CO, measured
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14.2 percent. ABB analysis of the economizer outlet flyash showed a carbon content of
8.4%.

TEST #3B, FULL LOAD

Test #3B was performed at the same conditions as Test #3 with the exception that the
middle SOFA damper was adjusted to 50% open as compared to 25% open as in Test
#3, and the upper CCOFA damper was opened to 35% open, as compared to 10% as in
Test #3.

Actual steam flow for this test was 1,018,000 LB/HR (113% MCR) with fuel nozzle tiits
and windbox to furnace AP of -0.3 degrees and 3.9" H,0, respectively. The upper,
middle and lower SOFA dampers were set at 99%, 50%, and 10% open, respectively.

Upper and lower CCOFA dampers were set at 35% and 1% open, respectively. The
Auxiliary air dampers were set at 1%, 25%, and 25%, open for elevation levels 1, 2, and
3, respectively, with the bottom auxiliary air damper opened to 25%. Fuel air dampers
1A1, 1B2, 1A3, and 1B4, were set at 59%, 99%, 100%, and 98% open, respectively. Mill
loading and classifier speed for mills 1A1, 1B2, A3, 1B4 averaged 13.4 TON/HR and 96
RPM. ABB measured O, content at the airheater gas inlet was 4.4% with NO, and CO
concentrations of 228 PPM (0.31 LB/MBTU) and 0 PPM, respectively. CO, measured

14.2 percent. ABB analysis of the economizer outlet fiyash showed a carbon content of
4.8%. ‘

TEST #4, FULL LOAD

Test #4 was performed at the same conditions as Test #3B with a lower O, content
setting.

Actual steam flow for this test was 1,034,000 LB/HR (115% MCR) with fuel nozzle tilts
and windbox to furnace AP of 0.1 degrees and 4.0" H,0, respectively. The upper, middle
and lower SOFA dampers were set at 99%, 50%, and 10% open, respectively. Upper
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and lower CCOFA dampers were set at 35% and 1% open, respectively. The Auxiliary
air dampers were set at 1%, 8%, and 7%, open for elevation levels 1, 2, and 3,
respectively, with the bottom auxiliary air damper opened to 8%. Fuel air darnpers 1A1,
1B2, 1A3, and 1B4, were set at 60%, 99%, 100%, and 100% open, respectively. Mill
loading and classifier speed for mills 1A1, 1B2, A3, 1B4 averaged 13.6 TON/HR and 87
RPM. ABB measured O, at the airheater gas inlet was 3.7% with NO, and CO
concentrations of 189 PPM (0.26 LB/MBTU) and 0 PPM, respectively. CO, measured
15.0 percent. ABB analysis of the economizer outlet flyash showed a carbon content of
6.5%.

TEST #5, FULL LOAD |
Test #5 was performed at the same conditions as Test #3B with a higher O, setting.

Actdal steam flow for this test was 1,010,000 LB/HR (112% MCR) with fuel nozzle tilts
and windbox to furnace AP of 0.1 degrees and 4.1" H,O, respectively. The upper, middie
and lower SOFA dampers were set at 99%, 50%, and 10% open, respectively. Upper
and lower CCOFA dampers were set at 36% and 1% open, respectively. The Auxiliary
air dampers were set at 1%, 29%, and 29%, open for elevation levels 1, 2, and 3,
respectively, with the bottom auxiliary air damper opened to 29%. Fuel air dampers 1A1,
1B2, 1A3, and 1B4, were set at 60%, 99%, 100%, and 100% open, respectively. Mill
loading and classifier speed for mills 1A1, 1B2, 1A3, 1B4 averaged 13.6 TON/HR and 97
RPM. ABB measured O, content at the airheater gas inlet was 5.2% with NO, and CO
concentrations of 289 PPM (0.39 LB/MBTU) and 0 PPM, respectively. CO, measured
13.6 percent. ABB analysis of the economizer outlet flyash showed a carbon content of
4.1%.

TEST #6, FULL LOAD
Steam flow for Test #6 was 1,022,000 LB/HR (114% MCR) with fuel nozzle tilts and
windbox to furnace AP of 0 degrees and 3.6” H,0, respectively. The upper, middle and
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lower SOFA dampers were set at 9%, 50%, and 99% open, respectively. Upper and
lower CCOFA dampers were set at 35% and 1% open, respectively. All Auxiliary air
dampers were set at 31%, open for elevation levels 1, 2, and 3, with the bottom auxiliafy
air damper opened to 30%. Fuel air dampers 1A1, 1B2, 1A3, and 1B4, were set at 60%,
100%, 100%, and 100% open, respectively. Mill loading and classifier speed for mills
1A1 was 13.6 TON/HR and 115 RPM, with mills 1B2, 1A3, 1B4 averaging 13.8 TON/HR
and 96 RPM. ABB measured O, content at the airheater gas inlet was 5.1% with NO,
and CO concentrations of 282 PPM (0.38 LB/MBTU) and 0 PPM, respectively. CO,
measured 13.5 percent. ABB analysis of the economizer outlet ﬂyash showed a carbon
content of 2.7%.

TEST #6B, FULL LOAD

Test #6B was performed at the same conditions as Test #6 with a lower O,
concentrations of 4.6% for comparison. This test was run for fifteen minutes with no
economizer outlet flyash sample taken.

Steam flow for this was 1,029,000 LB/HR (114% MCR) with fuel nozzle tilts and windbox
to furnace AP of 0 degrees and 3.5" H,O, respectively. The upper, middle and lower
SOFA dampers were set at 9%, 50%, and 100% open, respectively; Upper and lower
CCOFA dampers were set at 35% and 1% open, respectively. The Auxiliary air dampers

- were set at 26%, 26%, and 26%, open for elevation levels 1, 2, and 3, respectively, with
the bottom auxiliary air damper opened to 26%. Fuel air dampers 1A1, 1B2, 1A3, and
1B4, were set at 60%, 100%, 100%, and 100% open, respectively. Mill loading and
classifier speed for mills 1A1 was 13.6 TON/HR and 116 RPM, with mills 132, 1A3, 1B4
averaging 13.8 TON/HR and 97 RPM. - ABB measured O, content at the airheater gas
inlet was 4.6% with NO, and CO concentrations of 251 PPM70.34 LB/MBTU) and 0 PPM,
respectively. CO, measured 13.8 percent.
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TEST #7, FULL LOAD

Test #7 was a rebum simulation test with the upper mill (1A1) set at a classifier speed of
115 RPM. |

Steam flow for this test was 1,011,000 LB/HR (112% MCR) with fuel nozzle tiits and
winvdbox to furnace AP of 0.1 degrees and 4.0" H,0, respectively. The upper, middle and
lower SOFA dampers were set at 99%, 50%, and 10% open, respectively. Upper and
lower CCOFA dampers were set at 36% and 1% open, respectively. The Auxiliary air
dampers were set at 1%, 16%.’ and 16%, open for elevation levels 1, 2, and 3,
respectively, with the bottom auxiliary air damper opened to 16%. Fuel air dampers 1A1,
1B2, 1A3, and 1B4, were set at 60%, 99%, 100%, and 99% open, respectively. Mill
loading and classifier speed for mills 1A1 was 13.6 TON/HR and 115 RPM, with mills
1B2, 1A3, 1B4 averaging 13.4 TON/HR and 97 RPM. ABB measured O, content at the
airheater gas inlet was 4.5% with NO, and CO concentrations of 223 PPM (0.30
LB/MBTU) and 0 PPM, respectively. CO, measured 14.2 percent. ABB analysis of the
economizer outlet flyash showed a carbon content of 3.7%.

TEST #8, FULL LOAD
Test #8 was a repeat of Test #5 at similar conditions with a higher O, and mill 1A1 set to
a classifier speed of 115 RPM.

Steam flow for this test was 1,073,000 LB/HR (119% MCR) with fuel nozzie tilts and
windbox to furnace AP of -0.1 degrees and 3.4” H,0, respectively. The upper, middle
and lower SOFA dampers were set at 99%, 51%, and 10% open, respectively. Upper
and lower CCOFA dampers were set at 35% and 1% open, Tespectively. All Auxiliary air
dampers were set at 38% open. Fuel air dampers 1A1, 1B2, 1A3, and 1B4, were set at
60%, 99%, 100%, and 100% open, respectively. Mill loading and classifier speed for mills
1A1 was 13.6 TON/HR and 115 RPM, with mills 1B2, 1A3, 1B4 averaging 13.4 TON/HR
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and 97 RPM. ABB measured O, content at the airheater gas inlet was 5.1% with NO,
and CO concentrations of 272 PPM (0.37 LB/MBTU) and 0 PPM, respectively. CO,
measured 13.5 percent. ABB analysis of the economizer outlet flyash showed a carbon
content of 3.6%.

TEST #9, FULL LOAD
Test #9 was a repeat of Test #4 at similar conditions, with a lower O, and mill 1A1 setto a
classifier speed of 115 RPM.

Steam flow for this test was 1,002,000 LB/HR (111% MCR) with fuel nozzle tilts and
windbox to fumace AP of -0.1 degrees and 4.0 H,0, respectively. The upper, middle
and lower SOFA dampers were set at 99%, 50%, and 10% open, respectively. Upper
and lower CCOFA dampers were set at 36% and 1% open, respectively. The Auxiliary air
dampers were set at 1%, 5%, and 5%, open for elevation levels 1, 2, and 3, respectively,
with the bottom auxiliary air damper opened to 6%. Fue! air dampers 1A1, 1B2, 1A3, and
1B4, were set at 60%, 99%, 100%, and 99% open, respectively. Mill loading and
classifier speed for mills 1A1 was 13.6 TON/HR and 115 RPM, with mills 1B2, 1A3, 1B4
averaging 13.3 TON/HR and 97 RPM. ABB measured O, content at the airheater gas
inlet was 3.7% with NO, and CO concentrations of 184 PPM (0.25 LB/MBTU) and 0 PPM,
respectively. CO, measured 15.0 percent. ABB analysis of the economizer outlet flyash
showed a carbon content of 3.8%.

TEST #10, FULL LOAD

Steam flow for Test #10 was 1,026,000 LB/HR (114% MCR) with fuel nozzle tilts and
-windbox to fumace AP of 0.1 degrees and 3.7” H,O, respectively. The upper, middle and
lower SOFA dampers were set at 99%, 50%, and 10% open, respectively. Upper and
lower CCOFA dampers were set at 35% and 1% open, respectively. The Auxiliary air
dampers were set at 19%, 19%, and 19%, open for elevation levels 1, 2, and 3,
respectively, with the bottom auxiliary air damper opened to 20%. Fuel air dampers 1A1,
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1B2, 1A3, and 1B4, were set at 60%, 100%, 100%, and 100% open, respectively. Mill
loading and classifier speed for mills 1A1 was 13.6 TON/HR and 115 RPM, with mills
182, 1A3, 1B4 averaging 13.8 TON/HR and 96 RPM. ABB measured O, content at the
airheater gas inlet was 4.5% with NO, and CO concentrations of 225 PPM (0.31
LB/MBTU) and 0 PPM, respectively. CO, measured 14.0 percent. ABB analysis of the

economizer outlet flyash showed a carbon content of 3.9%.

TEST #11, FULL LOAD
Test #11 was a repeat of Test #6B at similar conditions, with SOFA ftilts adjusted to +15.7
degrees as compared to test #6B (SOFA tilts at 0.6 degrees).

Steam flow was 1,028,000 LB/HR (114% MCR) with fuel nozzle tilts and windbox to
fumace AP of 0.1 degrees and 3.6" H,0, respectively. The upper, middle and lower
SOFA dampers were set at 9%, 50%, and 100% open, respectively. Upper and lower
CCOFA dampers were set at 35% and 1% open, respectively. All Auxiliary air dampers
were set at 26% open. Fuel air dampers 1A1, 1B2, 1A3, and 1B4, were set at 60%, 99%,
100%, and 100% open, respectively. Mill loading and classifier speed for mills 1A1 was
13.6 TON/HR and 116 RPM, with mills 182, 1A3, 1B4 averaging 13.8 TON/HR and 97
RPM. ABB measured O, content at the airheater gas inlet was 4.7% with NO, and CO
concentrations of 238 PPM (0.32 LB/MBTU) and 0 PPM, respectively. CO, measured
13.7 percent. ABB analysis of the economizer outlet flyash showed a carbon content of
3.1%.

TEST #12, FULL LOAD

Steam flow for Test #12 was 1,025,000 LB/HR (114% MCR) with fuel nozzle tilts and
windbox to fumace AP of -0.4 degrees and 4.0 H,0, resgectively. The upper, middle
and lower SOFA dampers were set at 99%, 50%, and 10% open, respectively. Upper
and lower CCOFA dampers were set at 36% and 9% open, respectively. The Auxiliary air
dampers were set at 8%, 15%, and 15%, open for elevation levels 1, 2, and 3,
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respectively, with the bottom auxiliary air damper opened to 16%. Fuel air dampers 1A1,
1B2, 1A3, and 1B4, were set at 60%, 99%, 100%, and 99% open, respectively. Mill
loading and classifier speed for mills 1A1 was 12.1 TON/HR and 98 RPM, with mills 182,
1A3, 1B4 averaging 14.0 TON/HR and 98 RPM. ABB measured O, content at the
airheater gas inlet was 4.5% with NO, and CO concentrations of 209 PPM (0.28
LBMBTU) and 0 PPM, respectively. CO, measured 13.9 percent. ABB analysis of the
economizer outlet fiyash showed a carbon content of 4.1%.

TEST #13B, FULL LOAD ‘
Test #13B was performed with the mill classifiers set at their maximum speed, just below
the point of mill rumble.

Steam flow was 1,013,000 LB/HR (113% MCR) with fuel nozzle tilts and windbox to
fumace AP of -0.2 degrees and 3.9" H,O, respectively. The upper, middle and lower
SOFA dampers were set at 99%, 51%, and 10% open, respectively. Upper and lower
CCOFA dampers were set at 35% and 1% open, respectively. All Auxiliary air dampers
were set at 12% open. Fuel air dampers 1A1, 1B2, 1A3, and 1B4, were set at 60%, 99%,
99%, and 99% open, respectively. Mill loading and classifier speed for mills 1A1 was
12.0 TON/HR and 119 RPM, with mills 182, 1A3, 1B4 averaging 14.4 TON/HR and 110
RPM. ABB measured O, content at the airheater gas inlet was 4.4% with NO, and CO
concentrations of 191 PPM (0.26 LB/MBTU) and 0 PPM, respectively. CO, measured
14.1 percent. ABB analysis of the economizer outiet flyash showed a carbon content of
3.2%.

TEST #14, FULL LOAD
Test #14 was performed with the mill classifiers set at their'maximum speed, just below
the point of mill rumb_le and at similar conditions as seen in Test #7.
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Steam flow was 1,026,000 LB/HR (114% MCR) with fuel nozzle tilts and windbox to
furnace AP of 0 degrees and 4.0" H,0, respectively. The upper, middie and lower SOFA
dampers were set at 99%, 51%, and 10% open, respectively. Upper and lower CCOFA
dampers were set at 36% and 1% open, respectively. The Auxiliary air dampers were set
at 7%, 18%, and 17%, open for elevation levels 1, 2, and 3, respectively, with the bottom
auxiliary air damper opened to 18%. Fuel air dampers 1A1, 1B2, 1A3, and 1B4, were set
at 60%, 100%, 100%, and 100% open, respectively. Mill loading and classifier speed for
mills 1A1 1B2, 1A3 and 1B4 was 13.5 TON/HR / 110 RPM, 13.5 TON/HR / 101 RPM,
13.4 TON/HR / 108 RPM, and 13.6 TON/HR / 114 RPM, respectively. ABB measured O,
content at the airheater gas inlet was 4.5% with NO, and CO concentrations of 205 PPM
(0.28 LB/MBTU) and 0 PPM, respectively. CO, measured 13.9 percent. ABB analysis of
the economizer outlet flyash showed a carbon content of 6.7%.

TEST #15, FULL LOAD

Steam flow for Test #15 was 1,019,000 LB/HR (113% MCR) with fuel nozzle tilis and
windbox to furnace AP of -0.2 degrees and 3.9" H,0, respectively. The upper, middie
and lower SOFA dampers were set at 99%, 25%, and 10% open, respectively. Upper
and lower CCOFA dampers were set at 100% and 1% open, respectively. All Auxiliary air
dampers were set at 11% open. Fuel air dampers 1A1, 1B2, 1A3, and 1B4, were set at
60%, 79%, 81%, and 81% open, respectively. Mill loading and classifier speed for mills
1A1 1B2, 1A3, 1B4 averaged 13.5 TON/HR and 98 RPM. ABB measured O, content at
the airheater gas inlet was 4.5% with NO, and CO concentrations of 210 PPM (0.29
LB/MBTU) and 0 PPM, respectively. CO, measured 14.0 percent. ABB analysis of the
economizer outlet flyash showed a carbon content of 4.0%.

TEST #16, FULL LOAD -
Test #16 was performed at the similar test conditions as Test #15 with more aggressive
staging of the SOFA dampers.
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Steam flow for Test #16 was 1,023,000 LB/HR (114% MCR) with fuel nozzle tilts and
windbox to fumace AP of -0.2 degrees and 3.9” H,0, respectively. The upper, middle
and lower SOFA dampers were set at 99%, 1%, and 100% open, respectively. Upper
and lower CCOFA dampers were set at 100% and 1% open, respectively. The Auxiliary
air dampers were set at 5%, 5%, and 4%, open for elevation levels 1, 2, and 3,
respectively, with the bottom auxiliary air damper opened to 2%. Fuel air dampers 1A1,
1B2, 1A3, and 1B4, were set at 60%, 79%, 81%, and 81% open, respectively. Mill
loading and classifier speed for mills 1A1 1B2, 1A3, 1B4 averaged 13.5 TON/HR and 97
RPM. ABB measured O, content at the airheater gas inlet was 4.6% with NO, and CO
concentrations of 188 PPM (0.26 LB/MBTU) and 0 PPM, respectively. CO, measured
13.9 percent. ABB analysis of the economizer outlet flyash showed a carbon content of
4.1%.

TEST #17, FULL LOAD

0 Steam flow for Test #17 was 1,030,000 LB/HR (114% MCR) with fuel nozzle tiits and
windbox to fumace AP of -0.5 degrees and 3.8 H,0, respectively. The upper, middle
and lower SOFA dampers were set at 99%, 24%, and 10% open, respectively. Upper
and lower CCOFA dampers were set at 100% and 1% open, respectively. All Auxiliary air
dampers were set at 11% open. Fuel air dampers 1A1, 1B2, 1A3, and 1B4, were set at
60%, 80%, 79%, and 79% open, respectively. Mill loading and classifier speed for mills
1A1 1B2, 1A3, 1B4 averaged 13.8 TON/HR and 105 RPM. ABB measured O, content at
the airheater gas inlet was 4.4% with NO, and CO concentrations of 208 PPM (0.28
LB/MBTU) and 0 PPM, respectively. CO, measured 14.3 percent. ABB analysis of the
economizer outlet flyash showed a carbon content of 3.5%.

TEST #18, FULL LOAD : -

Steam flow for Test #18 was 1,012,000 LB/HR (112% MCR) with fuel nozzle tilts and
windbox to fumace AP of -0.2 degrees and 3.8" H,0, respectively. The upper, middle
and lower SOFA dampers were set at 99%, 1%, and 100% open, respectively. Upper
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and lower CCOFA dampers were set at 100% and 1% open, respectively. The Auxiliary
air dampers were set at 3%, 3%, and 2%, open for elevation levels 1, 2, and 3,
respectively, with the bottom auxiliary air damper opened to 3%. Fuel air dampers 1A1,
1B2, 1A3, and 1B4, were set at 60%, 79%, 81%, and 81% open, respectively. Mill
loading and classifier speed for mills 1A1 was 12.5 TON/HR / 125 RPM, 1B2 was 14.0
TON/MHR / 130 RPM, 1A3 was 14.5 TON/HR / 98 RPM, and 1B4 was 14.4 TON/HR and
119 RPM. ABB measured O, content at the airheater gas inlet was 4.5% with NO, and
CO concentrations of 179 PPM (0.24 LB/MBTU) and 0 PPM, respectively. CO,
measured 13.9 percent. ABB analysis of the economizer outlet flyash showed a carbon
content of 2.7%.

_TEST #18B, FULL LOAD

Test #18B was performed at the similar test conditions as Test #17 with changes made to
the SOFA dampers.

Steam flow for Test #1 BB was 1,012,000 LB/HR (112% MCR) with fuel nozzle tilts and
windbox to fumace AP of -0.5 degrees and 3.8" H,O, respectively. The upper, middle -
and lower SOFA dampers were set at 99%, 1%, and 100% open, respectively. Upper
and lower CCOFA dampers were »set at 100% and 1% open, respectively. The Auxiliary
air dampers were set at 6%, 5%, and 5%, open for elevation levels 1, 2, and 3,
respectively, with the bottom auxiliary air damper opened to 6%. Fuel air dampers 1A1,
1B2, 1A3, and 1B4, were set at 60%, 80%, 80%, and 80% open, respectively. Mill
loading and classifier speed for mills 1A1 1B2, 1A3, 1B4 averaged 13.7 TON/HR and 105
RPM. ABB measured O, content at the airheater gas inlet was 4.6% with NO, and CO
concentrations of 192 PPM (0.26 LB/MBTU) and 0 PPM, respectively. CO, measured
14.1 percent. Economizer outlet flyash analysis performed By ABB resulted in a carbon
content of 2.5%.
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TEST #19, FULL LOAD
Test #19 was performed as a micronized reburn simulation test.

Steam flow for this test was 1,012,000 LB/HR (112% MCR) with fuel nozzle tilts and
windbox to furnace AP of -0.4 degrees and 4.0” H,0, respectively. The upper, middle
and lower SOFA dampers were set at 99%, 50%, and 10% open, respectively. Upper
and lower CCOFA dampers were set at 35% and 1% open, respectively. The Auxiliary
air dampers were set at 1%, 15%, and 15%, open for elevation levels 1, 2, and 3,
respectively, with the bottom auxiliary air damper opened to 15%. Fuel air dampers 1A1,
1B2, 1A3, and 1B4, were set at 59%, 100%, 100%, and 99% open, respectively. Mill
loading and classifier speed for mills 1A1 was 12.0 TON/HR and 98 RPM, with mills 1B2,
1A3, 1B4 averaging 13.9 TON/HR and 98 RPM. ABB measured O, content at the
airheater gas inlet was 4.4% with NO, and CO concentrations of 202 PPM (0.27
LB/MBTU) and 0 PPM, respectively. CO, measured 14.2 percent. Economizer outlet
flyash analysis performed by ABB resulted in a carbon content of 5.3%.

TEST #20, FULL LOAD
Test #20 was performed at similar conditions as Test #19 with the major difference being
mill 1A1 having a loading and classifier speed to 10 TON/HR and 128 RPM.

Steam flow for this test was 1,022,000 LB/HR (114% MCR) with fuel nozzle tilts and
windbox to furnace AP of 0 degrees and 4.1" H,0, respectively. The upper, middle and
lower SOFA dampers were set at 99%, 50%, and 10% open, respectively. Upper and
lower CCOFA dampers were set at 35% and 1% open, respectively. The Auxiliary air
dampers were set at 1%, 15%, and 15%, open for elevation levels 1, 2, and 3,
respectively, with the bottom auxiliary air damper opened to35%. Fuel air dampers 1A1,
1B2, 1A3, and 1B4, were set at 60%, 100%, 99%, and 99% open, respectively. Mill
lcading and classifier speed for mills 1A1 was 10 TON/HR and 128 RPM, with mills 1B2,
1A3, 1B4 averaging 14.5 TON/HR and 98 RPM. ABB measured O, content at the
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airheater gas inlet was 4.5% with NO, and CO concentrations of 201 PPM (0.27
LB/MBTU) and 0 PPM, respectively. CO, measured 14.1 percent. Economizer outlet
flyash analysis performed by ABB resulted in a carbon content of 4.3%.

TEST #21, FULL LOAD
Test #21 was performed at similar conditions as Test #19 with the major difference being
mill 1A1 having mill loading and classifier speed lowered to 8.2 TON/HR and 127 RPM.

Steam flow for this test was 994,000 LB/HR (110% MCR) with fuel nozzle tilts and
windbox to fumace AP of -0.4 degrees and 3.9” H,O, respectively. The upper, middle
and lower SOFA dampers were set at 99%, 50%, and 10% open, respectively. Upper
and lower CCOFA dampers were set at 35% and 1% open, respectively. The Auxiliary
air dampers were set at 1%, 16%, and 16%, open for elevation levels 1, 2, and 3,
respectively, with the bottom auxiliary éir damper opened to 16%. Fuel air dampers 1A1,
1B2, 1A3, and 1B4, were set at 59%, 99%, 99%, and 99% open, respectively. Mil
loading and classifier speed for mills 1A1 was 8.2 TON/HR and 127 RPM, with mills 1B2,
1A3, 1B4 averaging 14.8 TON/HR and 99 RPM. ABB measured O, content at the
airheater ga_é inlet was 4.6% with NO, and CO concentrations of 199 PPM (0.27
LBMBTU) and 0 PPM, respectively. CO, measured 14.0 percent. Economizer outiet
flyash analysis performed by ABB resuited in a carbon content of 4.1%.

TEST #22, FULL LOAD
Test #22 was performed at similar conditions as Test #1 with the major difference being,
the upper mill (1A1) out of service. '

Steam flow for this test was 1,024,000 LB/HR (114% MCR) with fuel nozzle tilts and
windbox to furnace AP of -1.7 degrees and 3.9" H,O, respectively. The upper, middle
and lower SOFA dampers were set at 1%, 51%, and 100% open, respectively. Upper
and lower CCOFA dampers were set at 50% and 1% open, respectively. All Auxiliary air
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dampers were set at 24% open for elevation levels 1, 2, and 3, with the bottom auxiiary
air damper opened to 38%. Fuel air dampers 1A1, 1B2, 1A3, and 1B4, were set at 5%,
88%, 60%, and 60% open, respectively. Upper mill 1A1 was out of service with mill
loading and classifier speed for mills 182, 1A3, 1B4 averaging 18.2 TON/HR and 105
RPM. ABB measured O, content at the airheater gas inlet was 4.6% with NO, and CO
concentrations of 187 PPM (0.26 LB/MBTU) and 23 PPM, respectively. CO, measured
14.0 percent. Economizer outlet flyash analysis performed by ABB resulted in a carbon
content of 5.8%.

TEST #23, FULL LOAD

Steam flow for Test #23 was 1,033,000 LB/HR (115% MCR) with fuel nozzle tilts and
windbox to furnace AP of -0.5 degrees and 4.0” H,0, respectively. The upper, middle
and lower SOFA dampers were set at 99%, 50%, and 10% open, respectively. Upper
and lower CCOFA dampers were set at 36% and 1% open, respectively. The Auxiliary air
dampers were set at 3%, 13%, and 13%, open for elevation levels 1, 2, and 3,
respectively, with the bottom auxiliary air damper opened to 13%. Fuel air dampers 1A1,
182, 1A3, and 1B4, were set at 60%, 99%, 100%, and 100% open, respectively. Mill
loading and classifier speed for mills 1A1 was 7.9 TONHR and 133 RPM, with mills 1B2,
1A3, 1B4 averaging 15.6 TON/HR and 107 RPM. ABB measured O, content at the
airheater gas inlet was 4.5% with NO, and CO concentrations of 194 PPM (0.26
LB/MBTU) and 0 PPM, respectively. CO, measured 14.1 percent. Economizer outlet
flyash analysis performed by ABB resuited in a carbon content of 3.7%.

TEST #24, FULL LOAD
Test #24 was performed at similar conditions as Test #18B. For Test #24, the primary air
flow was increased to 65.0 KPPH form 60.9 KPPH. -

Steam fiow for this test was 1,006,000 LB/HR (112% MCR) with fuel nozzle tilts and
windbox to furnace AP of -0.3 degrees and 3.9" H,0, respectively. The upper, middie
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and lower SOFA dampers were set at 99%, 1%, and 100% open, respectively. Upper
and lower CCOFA dampers were set at 100% and 1% open, respectively. The Auxiliary
air dampers were set at 1%, 0%, and 1%, open for elevation levels 1, 2, and 3,
respectively, with the bottom auxiliary air damper opened to 0%. Fuel air dampers 1A1,
1B2, 1A3, and 1B4, were set at 60%, 81%, 80%, and 81% open, respectively. Mill
loading and classifier speed for mills 1A1, 1B2, 1A3, 1B4 averaged 13.3 TON/HR and
105 RPM. ABB measured O, content at the airheater gas inlet was 4.6% with NO, and
CO concentrations of 200 PPM (0.27 LB/MBTU) and 0 PPM, respectively. CO,
measured 13.8 percent. Economizer outlet flyash analysis performed by ABB resulted in
a carbon content of 3.3%.

TEST #25, FULL LOAD
Test #25 was performed at similar conditions as Test #18B. For Test #25, the primary air
flow was decreased to 55.3 KPPH form 60.9 KPPH.

Steam flow for this test was 1,1016,000 LB/HR (113% MCR) with fuel nozzle tilts and
windbox to furnace AP of -0.2 degrees and 4.0" H,O, respectively. The upper, middie
and lower SOFA dampers were set at 99%, 1%, and 100% open, respectively. Upper
and lower CCOFA dampers were set at 100% and 1% open, respectively. All Auxiliary air
dampers were set at 5% open. Fuel air dampers 1A1, 1B2, 1A3, and 1B4, were set at
60%, 81%, 80%, and 81% open, respectively. Mill loading and classifier speed for mills
1A1, 1B2, 1A3, 1B4 averaged 13.4 TON/HR and 105 RPM. ABB measured O, content at
the airheater gas inlet was 4.5% with NO, and CO concentrations of 188 PPM (0.26
LB/MBTU) and 0 PPM, respectively. CO, measured 13.8 percent. Economizer outlet
flyash analysis performed by ABB resulted in a carbon content of 4.0%.

TEST #26, FULL LOAD

For Test # 26 steam flow was 1,027,000 LB/HR (114% MCR) with fuel nozzle tilts and
windbox to furnace AP of -0.3 degrees and 4.1" H,0, respectively. The upper, middle
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and lower SOFA dampers were set at 99%, 50%, and 10% open, respectively. Upper
and lower CCOFA dampers were set at 36% and 1% open, respectively. The Auxiliary air
dampers were set at 1%, 22%, and 22%, open for elevation levels 1, 2, and 3,
respectively, with the bottom auxiliary air damper opened to 22%. Fuel air dampers 1A1,
1B2, 1A3, and 1B4, were set at 60%, 100%, 100%, and 100% open, respectively. Mill
loading and classifier speed for mill 1A1 was 12.0 TON/HR and 85 RPM. Mills 1B2, 1A3,
and 1B4 averaged 13.7 TON/HR and 96 RPM. ABB measured O, content at the
airheater gas inlet was 4.4% with NO, and CO concentrations of 223 PPM (0.30
LB/MBTU) and 0 PPM, respectively. CO, measured 13.7 percent. Economizer outlet
fiyash analysis performed by ABB resulted in a carbon content of 6.7%.

TEST #27, FULL LOAD

For Test #27 steam flow was 1,019,000 LB/HR (113% MCR) with fuel nozzle tilts and
windbox to furnace AP of -0.3 degrees and 4.0" H,0, respectively. The upper, middle
and lower SOFA dampers were set at 99%, 1%, and 100% open, respectively. Upper
and lower CCOFA dampers were set at 100% and 1% open, respectively. All Auxiliary air
dampers were set at 4% open. Fuel air dampers 1A1, 1B2, 1A3, and 1B4, were set at
60%, 81%, 81%, and 80% open, respectively. Mill loading and classifier speed for mills
1A1, 1B2, 1A3, 1B4 averaged 13.2 TON/HR and 95 RPM. ABB measured O, content at
the airheater gas inlet was 4.5% with NO, and CO concentrations of 193 PPM (0.26
LB/MBTU) and 0 PPM, respectively. CO, measured 13.7 percent. Economizer outiet
fiyash analysis performed by ABB resulted in a carbon content of 4.8%.

TEST #28, FULL LOAD

Steam flow for Test #28 was 1,073,000 LB/HR (119% MCR) with fuel nozzle tilts and
windbox to furnace AP of -0.1 degrees and 3.4" H,0, respectively. The upper, middle
and lower SOFA dampers were set at 99%, 51%, and 10% open, respectively. Upper
and lower CCOFA dampers were set at 35% and 1% open, respectively. All Auxiliary air
dampers were set at 38% open. Fuel air dampers 1A1, 1B2, 1A3, and 1B4, were set at
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60%, 99%, 100%, and 100% open, respectively. Mill Ioéding and classifier speed for mill
1A1 was 13.5 TON/HR and 115 RPM, and Mills 1B2, 1A3, 1B4 averaged 14.3 TON/HR
and 105 RPM. ABB measured O, content at the airheater gas inlet was 4.8% with NO,
and CO concentrations of 265 PPM (0.36 LB/MBTU) and 0 PPM, respectively. CO,
measured 13.6 percent. Economizer outlet flyash analysis performed by ABB resulted in
a carbon content of 5.3%.

TEST #29, 110 MW
Test #29 was performed a lower load of 110 MW with all four (4) mills in service.

For this test, steam flow was 813,000 LB/HR (90% MCR) with fuel nozzle tilts and
windbox to fumace AP of -0.2 degrees and 1.9" H,0O, respectively. The upper, middle
and lower SOFA dampers were set at 75%, 1%, and 76% open, respectively. Upper and
lower CCOFA dampers were set at 75% and 1% open, respectively. The Auxiliary air
dampers were set at 1%, 2%, and 2%, open for elevation levels 1, 2, and 3, respectively,
with the bottom auxiliary air damper opened to 2%. Fuel air dampers 1A1, 1B2, 1A3, and
1B4, were set at 60%, 80%, 80%, and 80% open, respectively. Mill loading and classifier
speed for mill 1A1 was 8.0 TON/HR and 131 RPM. Mills 1B2, 1A3, and 1B4 averaged
11.8 TON/HR and 118 RPM. ABB measured O, content at the airheater gas inlet was
3.7% with NO, and CO concentrations of 165 PPM (0.22 LB/MBTU) and 0 PPM,
respectively. CO, measured 14.8 percent. 4Economizer outlet flyash analysis performed
by ABB resulted in a carbon content of 3.8%.

TEST #30, 75 MW
Test #30 was performed a lower load of 75 MW with the lower three mills (1B2, 1A3, and

Eed

1B4) in service.

For this test, steam flow was 559,000 LB/HR (62% MCR) with fuel nozzle tilts and
windbox to furnace AP of 0.2 degrees and 1.5” H,0, respectively. The upper, middle and
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lower SOFA dampers were set at 1%, 51%, and 1% open, respectively. Upper and lower
CCOFA dampers were set at 51% and 50% open, respectively. The Auxiliary air
dampers were set at 1%, 7%, and 7%, open for elevation levels 1, 2, and 3, respectively,
with the bottom auxiliary air damper opened to 7%. Fuel air dampers 1A1, 1B2, 1A3,
and 1B4, were set at 3%, 80%, 80%, and 80% open, respectively. Upper mill 1A1 was
taken out of service and mills 1B2, 1A3, and 1B4 averaged 10.4 TON/HR and 120 RPM.
ABB measured O, content at the airheater gas inlet was 5.5% with NO, and CO
concentrations of 210 PPM (0.29 LB/MBTU) and 0 PPM, respectively. CO, measured
13.2 percent. Economizer outlet flyash analysis performed by ABB resulted in a carbon
content of 3.0%.

TEST #31 FULL LOAD
For Test #31 the lower miil (1B4) was taken out of service.

Steam flow was 1,013,000 LB/HR (113% MCR) with fuel nozzle tilts and windbox to
fumace AP of -3.6 degrees and 3.8" H,0, respectively. The upper, middle and lower
SOFA dampers were set at 100%, 100%, and 100% open, respectively. Upper and lower
CCOFA dampers were set at 100% and 36% open, respectively. The Auxiliary air
dampers were set at 36%, 37%, and 37%, open for elevation levels 1, 2, and 3,
respectively, with the bottom auxiliary air damper opened to 4%. Fuel air dampers 1A1,
1B2, 1A3, and 1B4, were set at 100%, 100%, 100%, and 4% open, respectively. Mill
loading and classifier speed for mills 1A1 1B2, and 1A3, averaged 17.6 TON/HR and 103
RPM with the lower mill (1B4) out of service. ABB measured O, content at the airheater
gas inlet was 4.7% with NO, and CO concentrations of 241 PPM (0.33 LB/MBTU) and 0
PPM, respectively. CO, measured 13.9 percent. Economizer outlet flyash analysis
performed by ABB resulted in a carbon content of 3.5%.

TEST #32 FULL LOAD
For Test #32 the lower mill (1B4) was taken out of service.
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Steam flow was 990,000 LB/HR {110% MCR) with fuel nozzle tilts and windbox to furnace
AP of -3.6 degrees and 3.7" H,0, respectively. The upper, middie and lower SOFA
dampers were set at 99%, 1%, and 100% open, respectively. Upper and lower CCOFA
dampers were set at 100% and 1% open, respectively. All Auxiliary air dampers were set
at 24% open for elevation levels 1, 2, and 3, with the bottom auxiliary air damper opened
to 4%. All fuel air dampers were set at 100% open. Mill loading and classifier speed for
mills 1A1 1B2, 1A3, averaged 17.4 TON/HR and 103 RPM with the lower mill (1B4) out of
service. ABB measured O, content at the airheater gas inlet was 4.4% with NO, and CO
concentrations of 191 PPM (0.26 LB/MBTU) and 0 PPM, respectively. CO, measured
14.0 percent. Economizer outlet flyash analysis performed by ABB resulted in a carbon
content of 3.3%

TEST METHODS AND INSTRUMENTATION

TEST CALCULATIONS

NO, Calculation

ABB NO, emissions were calculated on a LB/MBTU basis utilizing the measured NO,

concentrations in PPM, measured oxygen level, along with the assigned EPA F factor of
9780. A summary of NO, emissions is located on Sheets 1 and 7.

CO Calculation
CO emissions were calculated on a PPM basis corrected to 3.0% oxygen concentration.

A summary of CO emissions is located on Sheets 1 and 7.
TEST INSTRUMENTATION

ABB Gas Analysis
ABB gas samples were continuously obtained from each of the two (2) air heater inlet
ducts using a twelve (12) point sampling grid gas analysis probes in conjunction with a
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multi-point sampler at each duct. The two (2), twelve (12) point composite samples were
analyzed for O, and blended through flow meters into one (1) composite sample for
analysis of NO, CO, and CO.

ABB Gas analysis was performed using the following continuous monitoring analyzers:

SPECIES - MANUFACTURER  TYPE MEAS. AS
1. Oxygen Teledyne electrochemical % O,

2. Carbon Monoxide Fuiji non-dispersive infrared PPM CO
3. Carbon Dioxide Fuji | non-dispersive infrared % CO,

4. Oxides of Nitrogen Thermo-Electron chemiluminescent PPM NO,

The gas analyzers were calibrated béfore each test day with traceable EPA Protocol 1
calibration gases. Calibration checks were performed at the beginning and end of all test
days. Gas certifications are located on Sheets 18 through 22. Prior fo testing, each air
heater probe was leak checked for quality assurance purposes, with the resultant data
presented on Sheet 17. All gas emissions data was continuously recorded on multi-
channel chart recorders and sent to the Automated Data Acquisition and Reduction
System for simultaneous data evaluation.

SAMPLE COLLECTION

Flyash (Particulate) Samples

Flyash samples were obtained using EPA Method #17 isokinetic sampling techniques to
determine the carbon content of the flyash. The samples were extracted from the
economizer outlet duct.- The results of the isokinetic variation calculations indicate that all
the samples were extracted within the standard limits of 100% +10% and are presented
on Sheets 8 through 14. The samples were delivered to ABB Power Plant Laboratories
for analysis of carbon content. Carbon content was determined using a LECO CHN-600
analyzer, not by an LOl method. LOI, or loss on igqition, is subject to errors and therefore
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not a reliable measure of carbon. The LOI analysis is an empirical method that employs
the weighing of a sample before and after an ignition temperature of approximately
1400°F. In this process, several weight changes occur: hydrates are driven off, reduced
iron oxide is brought to its highest oxidation state (Fe,O,), decomposition reactions as
well as combining reactions can occur and, of course, any residual carbon is burned.
There are gains and losses that cannot be detailed and the LOI value has little real
meaning. The use of instrumental methods to determine elemental carbon, hydrogen,
and nitrogen in coal is the subject of ASTM Method D-5373. This method also provides a
framework for developing instrument and calibration protocols for determination of carbon
in ash. These protocols are instrument specific and as previously noted ABB C-E Power
Plant Laboratories (ABB C-E PPL) uses the LECO CHN-600 analyzer. The methods
implemented include:

1. Type and amount of standard reference material used for calibration.
2. Homogeneity and moisture content of sample.
3. Instrument parameters including:

a. Furnace temperature(s)

b. Oxygen flow profiles

c. Linearization range

d. Sample weight range

Sufficient numbers of analysis of each sample are required to determine the standard
deviation for each reported result. Multiple replicate analysis of each sample, typically
three (3) analyses for well mixed homogeneous samples, are interspérsed with additionat
runs of validation standards (other than the calibration standard). These standards
should be of similar chemical and physical composition to th€ unknown sample. ABB C-E
PPL knows of no such industry standard reference material for flyash and bottom ash
samples. The use of mixed standards introduces a degree of uncertainty associated with
sample homogeneity. According to a specification of ASTM D-5373, ABB C-E PPL uses

ABB C-E Services, Inc. 23 Performance Services
Test Report No. 87-08 May 19, 1997



i

New York State Electric and Gas Corp.

A DD < Milliken Station, Unit #1
Mmp» Micronized Fuel and Reburn Test Program

pure chemical compound, EDTA, to standardize the LECO CHN-600 analyzer. The
instrument is calibrated to EDTA and verified with at least one standard coal sample
before analysis of the unknown sample. Following the analysis the instrument is verified

using EDTA. Results of the analysis are presented on Sheets 15 and 16.

Results of loss on ignition testing performed by NYSEG are presented on Sheets 1
through 7 along with the ABB Power Plant Laboratories analysis of carbon content.

DATA COLLECTION
Automated Data Acquisition and Reduction System (ADARS)
The Automated Data Acquisition and Reduction System consisted of the following:

1. Thermocouples and gas analyzer instrumentation which supplied the analog
inputs.
2. The Fluke data logging system, which scanned and converted the analog

signals into digital output.

3. A personal computer which received the data from the data logging system,
performed engineering calculations, and created calculated data files on disk
media.

The data logging hardware consisted of a John Fluke data logger and extender chassis.
This microprocessor-based data acquisition system scanned the analog input signals
from the test instrumentation. The digital values generated by the data logger were sent
to the personal computer via an RS 232 serial port connection.

The computer system consisted of a personal computer and printer. Software developed
by ABB CES handled all hardware interfacing, data transferals, and data manipulations.
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The ADARS system was programmed to scan the signals on one (1) minute intervals for
all steady state tests and transient tests.

The ADARS system provided the opportunity to perform on-line calculations as the data
was received and stored for each data scan. Processed test data was viewed prior to

each test to verify steady state operation.

At the completion of each test, automatically collected data was averaged by applying
statistical analysis using Chauvenet's criterion to reject data points exceeding
predetermined criteria. Statistical information on each point was computed and has been
incorporated in all presented data. All steady state parameters that deviate from the
allowable criteria were idehtiﬁed, rejected, and filed prior to the averaging process.

All raw, processed, and averaged data files were stored on the computer fixed disk.
These fixed data disk files were backed up at the conclusion of each day on two (2) sets
of floppy disks and were stored in separate locations. ABB C-E will maintain the data on
2 sets of customer proprietary floppy disks in separate locations for a minimum of five (5)
years.

Plant Operating Data

Existing applicable plant instrumentation data along with plant control room data was
recorded to document the operating conditions, during the test program. This data is
presented on Sheets A3 through A368.

Field Notes are presented on Sheets A369 through 377.
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MILLS IN SERVICE

NEW YORK STATE ELECTRIC AND GAS ABB CE SERVICES, INC.

MILLIKEN STATION, UNIT #1 PERFORMANCE SERVICES

ABB CE CONTRACT # 7452 WINDSOR, CONNECTICUT
TEST DATA AND RESULTS

TEST NUMBER | 1 | 2 [ 3 | s ] 4 ]

DATE 1997 N2 M2 2 a2 N3

START TIME HRS 0810 1100 1410 1800 0835

STOP TIME HRS 1010 1200 1520 1700 0935

GENERATION - MW 139 142 142 142 140

STEAM FLOW KLBHR 1013 1026 1037 1018 1034

FUEL NOZZLE TILT DEG 2.5 34 0.3 0.3

WINDBOX TO FURN DP "H20 EX) a9 40 39

FUEL FIRED

— ABB GAS ANALYSIS, AIRHEATER GAS INLET —

REPORT 97-08

AIRHEATER INLET LEFT DUCT O3 % 438 46 45 4.0 38
AIRHEATER INLET RIGHT DUCT O2 % 48 49 44 47 38
AIRHEATER INU/R AVG. 0z % 43 47 4“4 44 37
NOy COMPOSITE PPM 209 213 252 211 182
NOyx COMPOSITE CORR 3% O2 PPM »n2 235 74 229 183
NOx COMPOSITE EPA F FACTOR LBMBTU 0.22 0.32 0.38 0.31 0.26
CO COMPOSITE PPM 0 0 0 [} 0
CO COMPOSITE CORR 3% O2 PPM 0 [ 0 0 0
CO COMPOSITE EPA F FACTOR LBMBTU 0.00 0.00 0.00 0.00 0.0
CO2 COMPOSITE % 139 139 14.2 142 150
~ BOARD DATA -

ECON. QUTLET PLANT O2 % 33 32 as 3.2 27
SUPERHEAT OUTLET TEMP. DEGF 996 998 904 1008 999
REHEAT OUTLET TEMP. DEGF 1003 1002 w7 1009 1002
SOrATILT DEG +15.1 +0.1 +0.2 +0.2 +0.0
TOP SOFA DAMPER % OPEN 1 1 99 99 89
MIDDLE SOFA DAMPER % OPEN 50 50 25 50 50
BOTTOM SOFA DAMPER % OPEN 100 100 10 10 10
TOP CCOFA DAMPER % OPEN 50 50 10 . 35 - 3§
B8OTTOM CCOFA DAMPER % OPEN 1 1 1 1 1
1A1 FA DAMPER % OPEN 86 85 59 59 60
LEVEL 1 ST. AUX/CFS DAMPER % OPEN 20 19 s 1 1
182 FA DAMPER % OPEN 87 88 1] 1] 99
LEVEL 2 ST. AUX/CFS DAMPER % OPEN 19 18 7 25 ]
1A3 FA DAMPER % OPEN 60 60 100 100 100
LEVEL 3 ST. AUX/CFS % OPEN 19 18 37 25 7
184 FA DAMPER % OPEN 60 60 o8 98 100
BOTTOM AUX AIR DAMPER - % OPEN 19 18 a7 25 8
- MILL DATA -~

1A1 LOADING / CLASSIFER SPEED TONMHR / RPM 134097 13.4%7 134087 13.598 13.6/98
182 LOADING / CLASSIFER SPEED TONHR / RPM 13.4/%4 13.4/94 134194 13.4/94 13.5/97
1A3 LOADING / CLASSIFER SPEED TON/HR / RPM 13.4007 13.4/97 13.507 13.567 13.6/98
184 LOADING / CLASSIFER SPEED TONMHR / RPM 13497 13.4/97 13.4/97 13.497 13.6097
PLANT LOI OF FLYASH % 47 45 88 51 62
ABB UNBURNED CARBON IN FLYASH % 45 38 84 48 8.5

SHEET 1
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NEW YORK STATE ELECTRIC AND GAS ABB CE SERVICES, INC,
MILLIKEN STATION, UNIT #1 PERFORMANCE SERVICES
ABB CE CONTRACT #7452 WINDSOR, CONNECTICUT
TEST DATA AND RESULTS
TEST NUMBER » 1 s | [ | 68 | 7 1 s |
DATE 1997 a3 anz mr a3 313
START TIME HRS 1030 1310 1510 1430 0820
STOP TIME HRS 1130 1410 1530 1530 0920
GENERATION Mw 140 141 153 140 146
STEAM FLOW KLB/HR 1010 1022 1029 1011 1073
FUEL NOZZLE TILT DEG
WINDBOX TO FURN DP *H20
FUEL FIRED R
MILLS IN SERVICE 1A1,182,1A3,18
— ABB GAS ANALYSIS, AIRHEATER GAS INLET -
AIRHEATER INLET LEFT DUCT Og % 5.1 53 48 43 48
AIRHEATER INLET RIGHT DUCT O3 % 53 48 44 48 54
AIRHEATER INL/R AVG. O2 % 52 5.1 48 45 5.1
NOx COMPOSITE PPM 253 249 229 204 240
NOx COMPOSITE CORR 3% 02 PPM 289 282 251 223 272
NOy COMPOSITE EPA F FACTOR LBMBTU 0.39 0.38 034 0.30 0.37
CO COMPOSITE PPM 0 0 0 0 0
CO COMPOSITE CORR 3% O PPM 0 0 [} o 0
CO COMPOSITE EPA F FACTOR LBMBTU 0.00 0.00 0.00 0.00 0.00
CO2 COMPOSITE % 13,8 138 13.8 14.2 135
-BOARD DATA -
ECON. OUTLET PLANT O3 % 40 34 2.8 a2 as
SUPERHEAT OUTLET TEMP. DEGF 1007 1009 1009 999 1005
REHEAT QUTLET TEMP. DEGF 1008 1012 1013 1008 1009
SOFATILY DEG +0.1 +0.6 +0.8 +0.1 +0.0
TOP SOFA DAMPER % OPEN 99 9 9 99 89
MIDDLE SOFA DAMPER % OPEN 50 . 50 50 50 51
BOTTOM SOFA DAMPER % OPEN 10 99 100 10 10
TOP CCOFA DAMPER . %OPEN.. ... .. 36 35. .. ... 35 38 s
BOTTOM CCOFA DAMPER % OPEN H 1 1 1 1
1At FA DAMPER % OPEN 60 60 60 60 80
LEVEL 1 ST. AUX/CFS DAMPER % OPEN 1 31 26 1 38
182 FA DAMPER % OPEN 1] 100 100 9 99
LEVEL 2 ST. AUX/CFS DAMPER % OPEN .29 3N 26 18 38
1A3 FA DAMPER % OPEN 100 100 100 100 100
LEVEL 3 ST. AUX/CFS % OPEN 29 2] 26 168 38
1B4 FA DAMPER % OPEN 100 100 100 99 ]
100
BOTTOM AUX AIR DAMPER % OPEN 29 30 26 16 38
~MILL DATA -
1A1 LOADING / CLASSIFER SPEED TONMHR / RPM 13.788 13.8/115 13.6/118 136118 136115
1B2 LOADING / CLASSIFER SPEED TON/HR /1 RPM 13.507 13.8/06 13.8/97 134087 13497
1A3 LOADING / CLASSIFER SPEED TONMR / RPM 13.797 13.8/96 13.8/96 13.507 13,587
184 LOADING / CLASSIFER SPEED TON/MHR / RPM 13.6/97 13.8/97~ 13.887 13.397 13.3097
PLANT LO{ OF FLYASH % 3.9 23 NA - 4.0 49
ABB UNBURNED CARBON IN FLYASH % 41 27 NA 7 36
SHEET 2
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REPORT 97-08

NEW YORK STATE ELECTRIC AND GAS ABB CE SERVICES, INC.
MILLIKEN STATION, UNIT #1 PERFORMANCE SERVICES
ABB CE CONTRACT # 7452 WINDSOR, CONNECTICUT
TEST DATA AND RESULTS
TEST NUMBER | s | 10 | 11 | 12 | 13 |
DATE 1997 13 anz 17 ane a3
START TIME HRS 1645 1010 1825 1610 1730
STOP TIME HRS 1745 1110 1725 1710 1830
GENERATION . MW 140 140 143 142 140
STEAM FLOW KLB/HR 1002 1026 1028 1025 1013
FUEL NOZZLE TILT DEG 0.1 0.1 0.1 04 0.2
WINDBOX TO FURN DP "H;0 +40 4.7 +36 +40 +39
FUEL FIRED & B
MILLS IN SERVICE 1A1,182,1A3,184] 1A1,1B2,1A3,184] 1A1,182.1A3,184] 1A1,182,1A3,184
- ABB GAS ANALYSIS, AIRHEATER GAS INLET -
AIRHEATER INLET LEFT DUCT Oy % 36 42 4.8 43 4.0
AIRHEATER INLET RIGHT DUCT O, % a7 438 46 47 49
AIRHEATER INLU/R AVG. 0, % a7 45 47 45 44
NO,COMPOSITE PPM 1 207 216 191 176
NO, COMPOSITE CORR 3% O, PPM 184 225 238 208 191
NO, COMPOSITE EPA F FACTOR LBMBTU 025 0.31 032 028 026
CO COMPOSITE PPM 0 0 0 0 0
CO COMPOSITE CORR 3% O, PPM 0 0 0 0 0
CO COMPOSITE EPA F FACTOR LBMBTU 0.00 0.00 0.00 0.00 0.00
CO,; COMPOSITE % 150 140 L 137 139 14.1
--BOARD DATA -
ECON. OUTLET PLANT O, % 25 31 30 3.1 29
SUPERHEAT OUTLET TEMP. DEGF 1008 990 1008 1005 1001
REHEAT OUTLET TEMP. DEGF 1025 987 1013 1008 1005
SOFATILT DEG +0.1 +0.6 +15.7 -0.4 +0.0
TOP SOFA DAMPER % OPEN 99 99 9 99 93
MIDDLE SOFA DAMPER % OPEN 50 50 50 51 51
BOTTOM SOFA DAMPER 9% OPEN 10 i 10 100 10 10
TOP CCOFA DAMPER 9% OPEN % 35 a5 35 35
BOTTOM CCOFA DAMPER - SOPEN - 1 1 1 -9 1
1A1 FA DAMPER % OPEN 60 60 60 50 60
LEVEL 1 ST. AUX/CFS DAMPER % OPEN 1 19 26 8 12
182 FA DAMPER % OPEN 9 100 99 99 99
LEVEL 2 ST. AUX/CFS DAMPER % OPEN 5 19 26 15 12
1A3 FA DAMPER % OPEN 100 100 100 100 99
LEVEL 3 ST. AUX/CFS % OPEN 5 19 26 15 12 1
184 FA DAMPER % OPEN 100 100 99 99
BOTTOM AUX AIR DAMPER % OPEN 6 20 26 16 12
- MILL DATA -
1A1 LOADING / CLASSIFER SPEED TONHR / RPM 13.8M15 1381115 136116 12488 120/119
1B2 LOADING / CLASSIFER SPEED TON/HR / RPM 13307 13.8/6 13.8%97 14.0/98 - 1431110
1A3 LOADING / CLASSIFER SPEED TONMR / RPM 13307 13.896 13.9/97 14098 144110
184 LOADING / CLASSIFER SPEED TON/HR / RPM 13,3007 13.8097 13.897 14.0/98 144110
-
PLANT LO! OF FLYASH % 46 44 29 4.4 29
ABB UNBURNED CARBON N FLYASH % as 39 31 41 32
SHEET 3



REPORT 97-08

NEW YORK STATE ELECTRIC AND GAS ABB CE SERVICES, INC.
MILLIKEN STATION, UNIT #1 PERFORMANCE SERVICES
ABB CE CONTRACT # 7452 WINDSOR, CONNECTICUT
TEST DATA AND RESULTS
TEST NUMBER | 14 ] 15 | 16 | 17 | 1s |
DATE 1997 321 ano 20 24 a3
START TIME HRS 1410 0910 1105 1035 1400
STOP TIME HRS 1510 1010 1205 1135 1445
GENERATION Mw 141 141 141 141 141
STEAM FLOW KLB/HR 1026 1019 1023 1030 1012
FUEL NOZZLE TILT DEG 0.0 02 02 05 02
WINDBOX TO FURN DP “H0 ~“0 +39 +39 +338 +38
FUEL FIRED ;
MILLS IN SERVICE 1A1,182,1A3,184] 1A1,182,1A3,184] 1A1,1B2,1AY,184] 1A1,182,1A3,1B4] 1A1,182,1A3,1B4
- ABB GAS ANALYSIS, AIRHEATER GAS INLET -
AIRHEATER INLET LEFT DUCT O, % 4.1 44 42 44 43
AIRHEATER INLET RIGHT DUCT O, % 48 46 50 45 47
AIRHEATER INUR AVG. O % 45 45 48 44 45
NQO, COMPOSITE PPM 188 193 172 =™ 163
NO,COMPOSITE CORR 3% O, PPM 205 210 188 208 179
NO,COMPOSITE EPA F FACTOR LBMBTU 028 029 026 028 0.24
CO COMPOSITE PPM 0 4] 0 0 [}
CO COMPOSITE CORR 3% O, PPM [/} ] 0 0 (1]
CO COMPOSITE EPA F FACTOR LBMBTU 0,00 0.00 0.00 0.00 0.00
CO; COMPOSITE % 139 14.0 139 143 139
- BOARD DATA -~
ECON. OUTLET PLANT O, % 30 30 238 31 28
SUPERHEAT OUTLET TEMP. DEGF 988 999 1003 s85 1006
REHEAT OUTLET TEMP. DEGF 991 1001 1002 989 1004
SOFATILT DEG +0.1 +05 +0.5 +1.0 +0.0
TOP SOFA DAMPER % OPEN 99 99 99 (-] 99
MIDDLE SOFA DAMPER % OPEN 51 25 1 24 1
BOTTOM SOFA DAMPER 9% OPEN 1c : 10 100 10 100
TOP CCOFA DAMPER % OPEN 3% 100 100 100 100
BOTTOM CCOFA DAMPER i - . %OPEN - . T | 1 -1 B | 1
1A1 FA DAMPER % OPEN €0 ] 60 60 60
LEVEL 1 ST, AUX/CFS DAMPER % OPEN 7 1 5 1" 3
182 FA DAMPER % OPEN 100 79 79 80 ™
LEVEL 2 ST. AUX/CFS DAMPER % OPEN 18 1 [ 1 3
1A3 FA DAMPER i % OPEN 100 81 81 70 81
LEVEL 3 ST. AUX/CFS % OPEN 17 11 4 1 2
1B4 FA DAMPER % OPEN 100 81 81 79 1]
BOTTOM AUX AIR DAMPER % OPEN 18 1" 2 1 3
- MILL DATA -
1A1 LOADING / CLASSIFER SPEED TON/HR / RPM 1351110 13558 13.6/m8 138105 1250125
182 LOADING / CLASSIFER SPEED TON/HR / RPM 135101 13.8/98 13507 13.8/105 14.0M30
1A3 LOADING / CLASSIFER SPEED TON/HR / RPM 194/108 13.6/97 13.6/97 12.8/105 14588
184 LOADING / CLASSIFER SPEED TONHR /RPM 13.61114 13.5/598 13.5197 13.8M05 14.41119
PLANT LOI OF FLYASH % 6.7 38 4.1 a0 23
ABB UNBURNED CARBON IN FLYASH % 67 40 4.1 as 27
SHEET 4



NEW YORK STATE ELECTRIC AND GAS ABB CE SERVICES, INC.
MILLIKEN STATION, UNIT #1 PERFORMANCE SERVICES
ABB CE CONTRACT # 7452 WINDSOR, CONNECTICUT
TEST DATA AND RESULTS

TEST NUMBER | 18 | 1 | 20 | 21 ] 2 |
DATE 1997 and y18 318 18 313
START TIME HRS 1305 0830 1030 1600 0835
STOP TIME HRS 1405 0930 1130 1715 0935
GENERATION MW 141 139 138 129 142
STEAM FLOW KLBMHR 1012 1012 1022 994 1024
FUEL NOZZLE TILT DEG 05 0.4 0.0 0.4 -1.7
WINDBOX TO FURN DP “H,0 +3.8 +4.0 4.1 +39 +39
FUEL FIRED x

MILLS IN SERVICE 1A1,182,1A3,184] 1A1,182,1A3,184( 1A1,182,1A3,184] 1A1,182.1A3,164

- ABB GAS ANALYSIS, AIRHEATER GAS INLET -

AIRHEATER INLET LEFT DUCT O, % 44 42 42 42 42
AIRHEATER INLET RIGHT DUCT O, % 438 46 47 49 50
AIRHEATER INL/R AVG. 0, % 46 44 45 46 46
NO, COMPOSITE PPM 175 186 184 182 7
NO, COMPOSITE CORR 3% O, PPM 192 202 201 199 187
NO,COMPOSITE EPA F FACTOR LBMBTU 026 0.27 027 027 026
CO COMPOSITE PPM 0 0 0 )} 21
CO COMPOSITE CORR 3% O, PPM 0 (] 1} 0 23
CO COMPOSITE EPA F FACTOR LBMBTU 0.00 0.00 0.00 0.00 0.02
CO,; COMPOSITE % 14.1 142 . 14.1 14.0 14.0
—BOARD DATA ~

ECON. OUTLET PLANT O, ) % 31 3.0 a0 30 28
SUPERHEAT OUTLET TEMP. DEGF 1008 993 979 1005 1002
REHEAT OUTLET TEMP. DEGF 1012 997 979 1007 1009
SOFATILT DEG +1.1 +4.7 +4.8 +47 +0.0
TOP SOFA DAMPER % OPEN 0 89 99 1
MIDDLE SOFA DAMPER % OPEN 1 50 50 50 51
BOTTOM SOFA DAMPER % OPEN 100 10 10 10 100
TOP CCOFA DAMPER % OPEN 100 35 as 35 50
BOTTOM CCOFA DAMPER % OPEN B t 1 1 1
1A1 FA DAMPER % OPEN 60 &9 60 59 5
LEVEL 1 ST. AUX/CFS DAMPER % OPEN 6 1 1 1 24
182 FA DAMPER % OPEN 80 100 100 99 88
LEVEL 2 ST. AUX/CFS DAMPER % OPEN 5 15 15 16 24
1A3 FA DAMPER % OPEN 80 100 99 99 60
LEVEL 3 ST. AUX/LFS % OPEN 5 15 15 16 24
184 FA DAMPER 9% OPEN 80 99 99 99 60
BOTTOM AUX AIR DAMPER % OPEN 6 15 15 16 38
- MILL DATA -~

1A1 LOADING / CLASSIFER SPEED TON/MR / RPM 13.6M05 12.0/38 10.0/128 821127 oo
1B2 LOADING / CLASSIFER SPEED TONMHR / RPM 13.7M04 13.9/98 14.5/08 148099 182105
1A3 LOADING / CLASSIFER SPEED T